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VIEW A-A

MAINTAIN A MINIMUM SIGN OFFSET OF:

A: 1’ FROM FACE OF CURB.

B: 6 FROM TRAFFIC LANE IN ABSENCE OF
CURB OR PAVED SHOULDER.

INSTALL SIGN A MIN. OF 7' AS MEASURED FROM
THE NEAREST EDGE OF ROADWAY TO THE BOTTOM
OF SIGN.

INSTALL FACE OF SIGN AT 90° ANGLE TO THE
ROADWAY ¢.

OPERATE DUAL FLASHER AND METER BASE ON

110 VOLTS. MOUNT FLASHER AND METER BASE ON
POWER POLE IN ACCORDANCE WITH THE NATIONAL
ELECTRICAL CODE.

FIELD DRILL TWO 1'/,” DIAMETER HOLES IN THE
CENTER OF THE POST. DRILL PERPENDICULAR

TO THE CENTER LINE OF THE ROAD. PLACE ONE
HOLE AT 4 INCHES AND ONE AT 18 INCHES ABOVE
GROUND LINE.
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